L / * CHATHAM COUNTY DEFARTMENT OF BUILDING SAFETY AND REGULATORY SERVICES
e N FIRE SAFETY INSPECTION DIVISION
YEAR OF:_<

/ , o ‘paTE__ 8 "5’8‘_:{'
APPROVED : : .

DISAPPROVED "

~—~

You are hereby notified thet this is an Officiad Order of the County fFira Marshal. stating the dafects found to sdst In the referenced strusture, and further req
that you, s owrer, agent of person in charge of structure sheill have 7 days 1o complete specifiad repairs or improvemants,

Bus. Phote Owner ' \\ QOccupent Loag
Narre of facility/Address E\).' 'Pwvﬁ.uqbw,a,
. DCCUPANCY: Business Assembly Storage Educationat Day Care
Parsoriat Care Home Mercantile Factory Resitertial Hazardous
1. Number of Exit Doors / ' : 101-6EC B
2. Blocked Locked ok__e” : 101-8EC S
) ExitSign Good_ Unsatisfactory__" -~ NA 101-SEC 5
Q Ernirgency Lights. Good * Unsatisfactory — N&, 101-SEC D
8. Panic Hardware Good . Unsatisfactory Na___ =" - 101:8ECH
& Sdf—dosu}gbevm » Good_pr” __ Unsatisfactory CONA
} e Alarm : Yes_ t—" Mo ) NA NFPA 72
Smoketlest Detectors. Yes_ " No ' . NA NFPATS
g. Speinkler System - Yes No_ NA__ NFPA 13
10, Standpipe . Yes No, : NA___—" : NFPA 13
11. Number of Fire Extinguishers WL_ Maﬂ g4 '
Proper Type? fes NG - NA  NFPA1O
 InspacteciCharged Yes___ =" No ' NA . NFPA 10
12. Finext Hood System : Yes- / - Ne. NA_ S O‘f- NFPA g0
13, Date of Last Service T fee (REQUIRED EVERY 6 MONTHE)
14. Hectricak: _ Good_= Rl Tk - Unsatistactory NFPA 70
15. Overloaded socketsfoutiets Yes No - i - NFPA 70
16, Missing eiectrical covers - Yes_ o~ NFPA 70
17. Other {expisin) ' .
% . 18, Excessive Stovage of Combustibles - Yes o2 . NFPA 30
l!ibi—ll.l.l.hlll!lli.l'-llODIDIDQ".Ill.!lliili ' EEEEEENNESRNNEN] .
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my :Zupant . Agent, skgniﬂea !nspectlun wes made.

wamupmmpgm Sagnature Chatham nty Firs Mershal




