
SAVANNAH FIRE & EMERGENCY SERVICES 
 

FIRE PREVENTION INSPECTION REPORT 
 

  NAME OF INSPECTOR: Bill Barnett 
  DATE OF INSPECTION: 8-31-07 
  LOCATION: 3001 Hopkins 
  USED AS: Education 
  OCCUPANT: Beach High School 
  OWNER OR MANAGER: Deonh Bostic Stone  Fax 201-5335 
      Email deonn.stone@savannah.k12.ga.us 
 
                        RESULTS 
 DESCRIPTION                      YES    NO   N/A                             LOCATION 

1.  Illuminated exit signs are operable.  X  2nd & 3rd       floor exit signs 
2.  Exit doors and locks are easily operable. X    
3.  Exit passageways properly marked. X    
4.  Proper number of exits. X    
5.  Exit access / steps / stairways unobstructed. X   Reminder to all teachers 
6.  Smoke detectors operable. X    
7.  Alarm system operable and inspected annually.   X  Troubles showing on the system 
8.  Sprinkler system checked annually and in service. X    
9.  Sprinkler heads are not blocked per NFPA 13. X    
10. Electrical wiring, appliances cords safe. X    
11. Extension cords temporary use only. X   Reminder to teachers 
12. Fire extinguishers are the proper type. X    
13. Fire extinguishers are properly mounted. X    
14. Fire extinguishers operation / current annual tag. X    
15. Hood fire suppression system operational and  
      inspected / tagged semi – annually. 

 X  Hood system tagged noncompliant 

16. Are hood systems / filters free of excessive  
      accumulation of grease? 

X    

17. Is the water heater pop-off valve vented? X    
18. is the water heater free of storage? X    
19. Heating system area free of storage? X    
20. Electrical panel boxes properly covered? X    
21. Maintain 36 inches of clearance in front of  
      electrical panels / boxes / transformers. 

X    

22. Are high pressure cylinders secured?   X  
23. Is emergency lighting Fire Code compliant? X    
24. Handrails securely fasten?  X    
25. Ramps and steps in safe condition? X    
26. Building free of excessive combustibles: rags,  
      trash, rubbish, ect. 

X    

27. Are flammable liquids stored properly?   X  
28. Has the staff had required safety training?   X  
29. Are fire walls & fire resistant construction  
      maintained? 

X    

 
  Remarks:  
1.  Exit signs on 2nd & 3rd floor need to be repaired or replaced as needed. 
7. Fire Alarm system displaying multiple troubles on the system. Must repair fire alarm. 
15. Hood system is tagged non compliant due to a bent control head. Must have repaired. 
 
REMINDERS 
5. All emergency exits must remain un obstructed. 
11. Extension cords may only be used on a temporary basis. 
20.  Only 20% of wall may be covered with combustible decoration. 
 
 
 
CORRECTIVE ORDERS:  
 
Correct all items within 30 days. 
 
 
 
 
 
 
Bill Barnett 
  Inspector      IF YOU HAVE ANY QUESTIONS, PLEASE CALL 644-5960 


